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Must have a drain.
VSP request to have a schematic from the submitter and other shipyards.
VSP to do follow up operationally. Owners asked to check operationally for cleaning, etc.
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	Accepted as Amended
	___
	No Action
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All information above the line is for VSP use only.


Change Subject: Machine ventilation ducts

Section Number: 
   	
Check one: Construction _X__ Operations ___ Both ___ (specify both numbers)
	
Number (s): 14.1.4


Change you would like VSP to Consider and Recommended Solution: 

Add after ” …machine ventilation ducts.” the following phrase:
“ a dedicated drainage pipe from the drip trays to a gutterway or a deck drain is also acceptable.


Public Health Significance:
Less risk of dripping from the drip trays on the ceiling of a food area if the condensation is not removed frequently.


Supporting information: 
.
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