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Change Subject:  15.0  Provision Rooms, Walk-in Refrigerators and Freezers, and Food 
Transportation Corridors  

Section Number: 15.3  Cold Room Evaporators, Drip Pan, and Drain Lines  
   	
Check one: Construction _X_Operations ___ Both ___ (specify both numbers)
	
Number (s): STX11

CLIA supports: suggests alignment with 12.7 req.

Agree drain lines should be removable
Drain lines vary by design, therefore no min. length requirement 

No action - Submitter to come back with maximum length; should revisit this week

Change you would like VSP to Consider and Recommended Solution: 
15.3.5 drain line :
Encase of condensate drain lines are inside the cold room, drain lines must be removable for cleaning by pieces (minimum length is XX inches (XX mm)). 

Public Health Significance:

Supporting information: 
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