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Change you would like VSP to Consider and Recommended Solution: 
· High pressure water system should have the quality of potable water system to address the risk of exposure through inhalation.
Public Health Significance:
High pressure washing may create aerosol. In the case that the system is colonized with legionella, exposure to the aerosol constitutes a potential hazard. One measure that could be taken would be to use water of potable quality.
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