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Change Subject: Vacuum breaker installation 
Section Number: 
   	
Check one: Construction ___ Operations ___ Both __x_ (specify both numbers)
	
Number (s): 

Change you would like VSP to Consider and Recommended Solution: 

First bullet - addressed in change request 045.
Second bullet – there is no need for a backflow preventer
First bullet addressed in CRF 045 – need an air gap between the vent and the flood rim level.

Second bullet – drinking water fountains do not require a BFP as long as there is an air gap for the drinking spout. 


Backflow prevention
0. Installation height of vacuum breaker at e.g. bath tubs: min 25 mm above flood rim level (see also approval by email from Aimee Treffiletti dated 31.05.2012)
Could this clarification be included in new Guidelines?
0. Drinking water fountains: Vacuum breaker sufficient!? Maybe it could be included in new Guidelines


Public Health Significance:
Clarification
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