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All information above the line is for VSP use only.

VSP does not agree to change. If a ship yard would like to use an alternative procedure, this can be discussed with VSP.
[bookmark: _GoBack]
Change Subject: Chlorination requirements updated to suite the tank paint coating better. (Proposal attached)


Section Number: 
   	
Check one: Construction X Operations ___ Both ___ (specify both numbers)
	
1. Number (s): Super-chlorination (22.7.1.8) & Free chlorine solution (22.10.2) 

Change you would like VSP to Consider and Recommended Solution: 

22.10.2     Free Chlorine Solution
Ensure that DISINFECTION is accomplished by using a 50-MG/L (50-ppm) free 
chlorine solution for a minimum of 4 hours. Ensure that only POTABLE WATER
is used for these procedures. Prior VSP agreement is required if alternative 
APPROVED DISINFECTION practices are used.

Why does the super chlorination need to be done on a new ship with so high chlorine content? Could the chlorination to be done with lower content using more time. Table with compared values of chlorine and time is proposed to be added to guidelines.
See procedure from paint manufacturer


Public Health Significance:
	Pipes and tanks would last much longer in good shape.
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