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Change Subject:  Air gap for backflow devices


Section Number:   
   	
Check one: Construction ___ Operations ___ Both _X_ (specify both numbers)
	
Number (s):  Const. 23.3, Ops. 5.7.1.2


Change you would like VSP to Consider and Recommended Solution: 

23.3 Atmospheric Vent
A mechanical BACKFLOW PREVENTION DEVICE must have an atmospheric vent.  Provide an air gap for the atmospheric vent.

5.7.1.2.1 Air Gaps and Backflow Prevention Devices (08)
AIR GAPS should be used where feasible and where water under pressure is not required.

BACKFLOW PREVENTION DEVICES must be installed when AIR GAPS are impractical or when water under pressure is required.  Provide an air gap for the atmospheric vent of all backflow prevention devices.


Public Health Significance:

This is required by inspectors, but not mentioned in either the manual.
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