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Change Subject:  Access to backflow prevention devices


Section Number:   
   	
Check one: Construction _X_ Operations ___ Both __X_ (specify both numbers)
	
Number (s):  23.0


Change you would like VSP to Consider and Recommended Solution: 
[bookmark: _GoBack]
Add a section:  Install backflow prevention devices and air gaps to be accessible for inspection, testing, service and maintenance.  If access panels are required, provide panels large enough for testing, service and maintenance. 

Include in both Ops and Construction. Owners to check with vessels to see if there is a measurement specific to the size of the space available.


Public Health Significance:

Match requirement of operations manual.

Supporting information: 

2011 Operations Manual:
5.7.1.2.9 Location (08)
BACKFLOW PREVENTION DEVICES and AIR GAPS must be accessible for inspection, service, and maintenance.
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