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All information above the line is for VSP use only.

VSP does not agree. The AWWA standard does not provide provisions for disinfection according to a CT value. VSP has a concern about disinfection for a system that is a network of pipes. VSP will consider an alternate scientific reference that uses CT value.
CLIA requesting to not reject and to allow to come back with additional research/documentation. VSP will hold it as “No Action” and return to this when additional information is available to consider.
Free Chlorine Solution


Change Subject: 


Section Number: 
   	
Check one: Construction _X_ Operations ___ Both ___ (specify both numbers)
	Sec 22.10.2


Number (s): 


Change you would like VSP to Consider and Recommended Solution: 
VSP does not agree. Need more scientific evidence (other than American Water Works Association) for further review and consideration for using CT value for a pw system.
Provide further equivalent options in addition to the current CT ratio used for shock disinfection of components in the potable water system instead of only specifying 4 hours at 50 mg/L. As follows:                                                                                                                                                                                                                                                                                                Ensure that DISINFECTION is accomplished by using a 50-MG/L (50-ppm) free chlorine solution for a minimum of 4 hours or equivalent CT VALUE. Ensure that only POTABLE WATER is used for these procedures. Prior VSP agreement is required if alternative APPROVED DISINFECTION practices are used 










Public Health Significance:
Suggest to add verbiage regarding equivalent CT Value. Provides flexibility for the ships on operational needs to have an equivalent CT value to use
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