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Change Subject: 


Section Number: 
   	
Check one: Construction _X_ Operations ___ Both _X__ (specify both numbers)
	Sec 23.9 


Number (s): 


Change you would like VSP to Consider and Recommended Solution: 
Request to add to the existing list or to add to the existing 'Fire System' bullet point:                                                                                                                                                                                                                                                                         HI-Fog or similar fire suppression systems which are connected to potable water tanks






Public Health Significance:
HI-FOG or other systems are connected to potable water system/tanks so require similar protection







Supporting information: 
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