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All information above the line is for VSP use only.

VSP agrees to add to both Ops and Construction. 
Protect Against Health Hazards


Change Subject: 


Section Number: 
   	
Check one: Construction _X_ Operations ___ Both __X_ (specify both numbers)
	pg 70 Sec 23.4


Number (s): 


Change you would like VSP to Consider and Recommended Solution: 
Include a definition of Health Hazard here or in Definition section. Also give examples of health hazard applications (e.g. sluice machine connection).                                                                                                                                                             
Health Hazard:  An impairment of the quality of the water which creates an actual hazard to the public health through poisoning or through the spread of disease by sewage, industrial fluids, waste, etc.










Public Health Significance:
There are different BFP devices for different degrees of hazard which needs to be clarified to prevent incorrect BFP devices from being installed.  








Supporting information: 
BFP devices have been incorrectly installed during construction of the vessels.  Provide additional clarity should help prevent this.
Pg 12 of the USC Manual of Cross-Connection Control Nineth Edition.
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