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All information above the line is for VSP use only.

VSP agrees with the addition of on the chart or logbook.
CLIA agrees.   
Analyzer-chart Recorders

Change Subject: 


Section Number: 
   	
Check one: Construction ___ Operations _X_ Both ___ (specify both numbers)
	Pg 40    5.2.1.2.4

Number (s): 


Change you would like VSP to Consider and Recommended Solution: 
HALOGEN and PH analyzer-chart recorders used in lieu of manual tests and logs must be calibrated at the beginning of bunkering or production, and the calibration must be recorded.        
VSP suggests adding “on a chart or logbook”.     








Public Health Significance:
Clarification
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