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All information above the line is for VSP use only.

VSP agrees. Also suggest to add 5.7.2.2.3 for visual inspection BFP and air gaps and 5.7.2.2.1 BFPs and AGs must be inspected annually. 
Log 


Change Subject: 


Section Number: 
   	
Check one: Construction ___ Operations _X_ Both ___ (specify both numbers)
	Pg 52    5.7.1.1.4 


Number (s): 


Change you would like VSP to Consider and Recommended Solution: 
• A visual check must be completed for all non-testable backflow prevention devices and air gaps at least once a year     
VSP suggests change to go in 5.7.2.2.1 and 5.7.2.2.3
Add as appropriate initial air gaps list for Construction. 


   

                     






Public Health Significance:
Request to clarify by stating a frequency of inspection






Supporting information: 
Operational needs and safe water practices
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