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Change Subject:    Recirculation and Filtration Systems


Section Number:   29
   	
Check one: Construction _X__ Operations ___ Both ___ (specify both numbers)
	
Number (s):   29.12.1


Change you would like VSP to Consider and Recommended Solution: 

Change verbiage in this section to reflect requirements for specific types of secondary disinfection as detailed in subsequent sections; 30.3 and 31.5.3

This provides continuity within the RWF sections and does not allow for allowing misunderstanding.

Comment that this depends on the definition of interactive recreational water facility. 

Comment that making UV apply to all secondary disinfection systems should only be done if there is a specific public health reason. Do not want to restrict use of technological innovations. 

Suggestion to change language to secondary disinfection system capable of inactivating Cryptosporidium. 

Suggestion to change language to UV secondary system or any secondary disinfection system capable of inactivating Cryptosporidium. 

Review in June meeting for final discussion and decision.

Will try to match those 30.3 and 31.5.3 in edit review look at 29.12.1 – see how they cross-reference each other.




Public Health Significance:

Does not allow for interpretation of requirements to provide effective secondary disinfection to RWF’s



Supporting information: 

N/A
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