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Change Subject:  Turnover rates and bather loads


Section Number:  
   	
Check one: Construction _X_ Operations ___ Both ___ (specify both numbers)
	
Number (s):  29.1 

Change you would like VSP to Consider and Recommended Solution: 

29.10 Turnover Rates
Install recirculation pumps, filtration, and DISINFECTION equipment that have the capacity to turn over the RWF water at the appropriate rates as set forth in table the below. Ensure that TURNOVER rates may be increased based on bather load. (The maximum bather load must be based on the following factor: One person per 19 liters [5 gallons] per minute of recirculation flow.)

Add:  The turnover rate must be calculated using the flow rate measured on the flow meters.  

(This could also be added to 3.3.1 as a system to test during a final construction inspection.)

Public Health Significance:

To match the clarification to the 2011 VSP Operations Manual.

Supporting information: 

Clarification to 2011 Operations Manual:
6.2.1.1 Clarification
Use flow rates from flow meters to calculate TURNOVER rates. Do not use the manufacturer’s pump rate to calculate TURNOVER rates.
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