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Change Subject:    Recreational Water Features

Section Number:   29.0 Recirculation and Filtration Systems
   	
Check one: Construction _XX__ Operations ___ Both ____ (specify both numbers)
	
Number(s):   29.7 Skimmers or Gutters


Change you would like VSP to Consider and Recommended Solution: 

Current Wording (Paragraph Two):  If skimmers are used instead of gutters, install a least one skimmer every 37 square meters (400 square feet) of pool surface area.

Add additional sentence: Or for every 25 gallons per minute (95 liters per minute) circulated, whichever is greater


Public Health Significance:

This takes into account the smaller surface area pools, such as wading pools and activity pools that have higher turnover because of code and potential contamination.

Supporting information: 
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