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Different water volumes and flows in these features.
Recommend to operate in sea-to-sea mode.
	Recommendation
	
Accepted as Submitted

	___
	Accepted as Amended
	___
	No Action
	_X__


All information above the line is for VSP use only.

Fill Level and Turnover Rates 


Change Subject: 


Section Number: 
   	
Check one: Construction ___ Operations _X_ Both ___ (specify both numbers)
	Pg 56 6.2.1.1


Number (s): 

Recommended additional wording to this section:                                                                                                                                                                                                                                              ….SPA POOLS that were constructed before June 1, 2005, and which were originally considered SWIMMING POOLS may have a TURNOVER rate not to exceed 6 hours in a 24-hour period. This does not apply to SWIMMING POOLS that have been converted to SPA POOLS.
An RWF slide that is combined with a pool must have a TURNOVER rate that matches the rate for the pool.
An RWF slide, decorative fountain or spray feature intended for "decorative effect" that is combined with a pool that operates with sea water must have a TURNOVER rate that matches the rate for the pool.

Change you would like VSP to Consider and Recommended Solution: 










Public Health Significance:
Suggest to add new wording






Supporting information: Risk of decorative fountains vs slide connected to the pool does not pose a higher health risk.  
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