Vessel Sanitation Program (VSP) Construction Guidelines and Operations Manual Revision 
2015/16 Change Request Form
																										Internal number: _136__

VSP to review references and requirements in Operations Manual chapter 6 referencing baby-only water facilities to explain reasoning behind chapter 6 and annex 13.

	Recommendation
	
Accepted as Submitted

	___
	Accepted as Amended
	___
	No Action
	_X__


All information above the line is for VSP use only. No violations are included in section 13 – review all baby only to assure that they are appropriate.

Filters	

Change Subject: 


Section Number: 
   	
Check one: Construction ___ Operations _X_ Both ___ (specify both numbers)
	6.2.1.2.2. Page 57


Number (s): 



Change you would like VSP to Consider and Recommended Solution: 
It is recommended that the following bullet point is removed:                                                                                                                                                                                                                                                                                          · BABY-ONLY WATER FACILITY: daily







Public Health Significance:
Filter efficiency increases as dirt and other organic matter collects on the filter bed. Backwashing on a daily basis reduces adsorption and decreases filter efficiencies. Backwashing filters on baby only facilities daily is therefore actually counterproductive. 




[bookmark: _GoBack]

Supporting information: Pool Water Treatment advisory Group publication: Swimming Pools, Treatment & quality Standards for Pools & Spa’s. Chapter 7, Pages 54 & 57
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