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All information above the line is for VSP use only.

Temperature


Change Subject: 


Section Number: 
   	
Check one: Construction ___ Operations _X_ Both ___ (specify both numbers)
	Pg 66   6.7.1.2.3 


Number (s): 


Change you would like VSP to Consider and Recommended Solution: 
A temperature-control mechanism to prevent the temperature from exceeding 40°C (104°F) must be provided on WHIRLPOOL SPAS and SPA POOLS.  The water temperature should be measured within the whirlpool spa or spa pool tub itself. 








Public Health Significance:
Suggest to specify where the water temperature must apply - Operational request





Supporting information: 
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