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Filtration - Baby- only Water Facilities


Change Subject: 


Section Number: 
   	
Check one: Construction ___ Operations _X_ Both ___ (specify both numbers)
	13.7.3.4                    Pg 194


Number (s): 


Change you would like VSP to Consider and Recommended Solution: 
Remove current wording: Granular filters must be backwashed daily                                                                                                                                                                                                                                                                                 Recommend this is replaced with: The pressure differentials in granular filters must monitored and units backwashed if they do not meet the recommended manufacturers levels, and at least weekly at a minimum. 







Public Health Significance:
Filter efficiency increases as dirt and other organic matter collects on the filter bed, backwashing on a day basis reduces adsorption and decreases filter efficiencies. Backwashing filters daily is counterproductive. 






Supporting information: [bookmark: _GoBack]Pool Water Treatment Advisory Group publication: Swimming Pools, Treatment & quality Standards for Pools & Spa’s. Chapter 7, Pages 54 & 57
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