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All information above the line is for VSP use only.


Change Subject: Specification for measuring the location of overhang  


Section Number: 
   	
Check one: Construction X Operations ___ Both ___ (specify both numbers)
	
Number (s): 14.1.2       Overhang 

Change you would like VSP to Consider and Recommended Solution: 

14.1.2       Overhang  
[bookmark: _GoBack]Provide canopy exhaust hoods over warewashing equipment or three-compartment sinks to have a minimum 150-millimeter (6-inch) overhang from the edge of equipment to capture excess steam and heat and prevent condensate from collecting on surfaces.
Edge of equipment is what?
is the edge  for example of a three compartment sink the edges of the hot water sinks or the edge of the total table length


Public Health Significance:
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