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VSP does not agree with this change. 
CLIA will withdraw the submission.
PW-Distribution system


Change Subject: 


Section Number: 
   	
Check one: Construction _X_ Operations ___ Both ___ (specify both numbers)
	pg 65 Sec 22.9


Number (s): 


Change you would like VSP to Consider and Recommended Solution: 
Provide a requirement for potable water section bypasses within each potable water loop (where there is more than one). For example:                                                                                      
22.9.6 Provide a bypass or facility within each potable water distribution loop, which allows each one to be isolated and disinfected when required.  










Public Health Significance:
The installation of such devices would eliminate having to flush and shock the entire PW system after work on small individual sections.  This will enable more efficient disinfection and less potable water wastage. 








Supporting information: 






Submitter Information:
   Name: 		D. Brown
   Organization: 	Cruise Lines International Association (CLIA)
   E-mail: 		dbrown@cruising.org

